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PLC Inputs and Ouputs (Ongoing) 

• Door Locks x2 (2x Out, 4x In) 
– Magnetic Power (1x Out) 
– Bond Sensor Status (1x In) 
– Door Position Sensor Status (1x In) 

• Temperature Sensor x2  (2x In, Analog) 
• Humidity Sensor x2 (2x In, Analog) 
• Photosensor x4 (4x In, Analog) 
• User Buttons (3x In) 

– Crash x 3 (1x Input, all tied together) 
– Outer Door Button x2, Inner Door Button x2 (1x Input, on each side of door, both tied together) 

• PMT Base Power Relay (1x Output for all power chassis) 
• “Trip Switch” for fault reset (1x Input) 
• Dark Room Status (6x Out) 

– 1x PMT Base Power Relay status 
– 1x Temp status, 1x Humidity status, 1x Light status 
– 1x Door status (?) 
– 1x Crash status (?) 

• Totals: 9x Outputs, 14x Inputs 


